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GENERAL NOTES:

I- CONTRACTOR/DESIGNER MUST PRE-QUALIFY TO PARTICIFATE IN THIS
PROJECT, SUBMIT EXPERIENCE AND PERFORMANCE IN SPRINKLER
AND FIRE ALARM SYSTEM PRICR TO BIDDINGS.

2- CONTRACTOR/DESIGNER SHALL INVESTISATE THE PROJECT SITE PRIOR
TO BIDDING AND VERIFY EXISTING CONDITIONS AND DIMENSIONS, SUBMIT
IN ARITING ANY DISCREPANCES AT THE PRE-BID CONFERENCE MEETING.

S~ CONTRACTOR/DESIGNER SHALL SUBMIT COMPLETE MECHANICAL AND
FIRE ALARM SYSTEM DRANINGS WITH SPACIFICATIONS AND CALCULATIONS
INCLUDING HYDRAULIC TESTS (0% AND |00% SUBMITTALS), TO MEET NFPA-I3
AND NFPA-T2 AND WITH STAMPED BY A LICENSED MECHANICAL ENSINEER
IN 6UAM WITH EXPERIENCE IN SPRINKLER AND FIRE ALARM STSTEM

4- ALL DRAMINGS, PLANS AND SPECIFICATIONS MUST BE REVIEWED AND
APPROVED BY GUAM FIRE DEFPARTMENT, AND MUST BE ACCEPTED AND
SATISFACTORY BY THE DEPARTMENT OF CORRECTIONS WITH THE APPROVAL
OF DEPARTMENT OF FUBLIC WORKS.

5- ALL SPRINKLER AND FIRE ALARM MATERIALS SHALL BE US. MADE OR
CERTIFIED TO MEET ASTM/ANS| SPECIFICATIONS AND UL. APPROVED,
INCLUDING THE FINAL TESTING AND ACCEPTANCE OF THE SPRINKLER AND
FIRE ALARM SYSTEM BY GUAM FIRE DEPARTMENT AND THE DEPARTMENT

OF CORRECTIONS.

&- USE CEMENT BOARDS TO CONCEAL SPRINKLER PIPES AND ELECTRICAL
CONDUITS AT HALLWATS TO MEET DESIGN CRITERIA FOR CORRECTIONAL

INSTITUTIONS.

T- DESIGNER/CONTRACTOR SHALL PROVIDE A CENTRALIZED MONITORED
(ELECTRONIC) DISITAL SYSTEM AT THE MAIN AC8 F BUILDING (POST2) TO
MONITOR ALL THE DEPARTMENT OF CORRECTION BLDS. FOR FIRE AND
SMOKE ZONES, SUBMIT DETAILS FOR APPROVAL.

CONTRACTOR SHALL RESPONSIBLE FOR EUILDING PERMIT FEES AND OTHER

REGUIREMENTS REGUIRED BY 60V'T. OF GUAM ASENCIES AND SHALL BE
COORDINATED AGGORDINSL? INCLUDINS COMPLIANCE OF SOV'T. OF SUAM

CODE AND RESULA

ALL NASTE AND DEBRIS MATERIAL REMOVED DURING THIS OPERATION

WILL BE COLLECTED AND SHALL BE DISPOSED AT A LOCATION THAT
COMPLIES WITH FEDERAL, STATE AND LOCAL ENVIRONMENTAL WASTE LANS.

I0- PROVIDE NEW 2-1/2'® FIRE HYDRANT FOR THE DEPARTMENT CONNECTION

AS NEEDED.




